10520 - Fire Extinguishers and Cabinets

Locate fire extinguishers in hallways, breezeways, by stairwells, in mechanical rooms, and in elevator rooms.

Do not locate fire extinguishers in apartments or residence hall rooms.

Amerex, 10 pound capacity, ABC fire extinguisher is preferred.

Amerex, model A # 441 is preferred. (Wall bracket type)

Recessed or semi-recessed lockable metal fire extinguisher cabinets with Amerex, model # 456 extinguishers accepted.

Top of extinguisher to be 5’-0” above floor, maximum.

Locate extinguisher 75’ apart, maximum.

Provide glass in fire extinguisher cabinet doors.

Provide “Fire Extinguisher” graphics on cabinet.

Finish for five extinguisher cabinet to be brushed aluminum.

A Class K fire extinguisher (Amerex Model B260 or B262) is to be installed in kitchen areas where there is a kitchen hood suppression system.

Fire extinguishers shall be customized for the areas to be protected (i.e. labs, electronic areas, etc.).